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Bill Type and Number: Ordinance 2015-731
Sponsor: Council President at the request of the Mayor

Date of Introduction: October 27, 2015
Committee(s) of Reference: LUZ
Date of Analysis: October 23, 2015
Type of Action: Amend Ordinance Code, Chapter 420
Bill Summary: This bill amends Chapter 420 (General Provisions), Part 2 (Operational Provisions), Section 420.214 (Installation, Maintenance, Location, Permit and Fee of Fire Hydrants), Ordinance Code, to provide consideration for new infrastructure’s hydrant installations exceeding distance requirements in circumstances in which there is judged to be a disproportionate effort or expense with little increase in fire safety.
Background Information:  Currently, Section 420.214(b) regulates in no case shall distance between installed fire hydrants exceed 1,000 feet (305 meters); and maximum distance from the nearest hydrant to the most remote exterior point of any building shall be 500 feet (152 meters). The distance shall be measured on a roadway surface meeting the fire department access requirements of Section 321.104. Consideration for hydrant installations exceeding distance requirements is based on factors (fire sprinkler protection, building size, construction type, occupancy type and setbacks) that in no case will fire flow be less that the requirements in of Section 321.104, Ordinance Code.
Policy Impact Area: Jacksonville Fire and Rescue Department
Fiscal Impact: Undetermined
Analyst: Mitchell
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